=one foot

three inches

one foot

one and one—half inches

one foot

one inch

one foot

three—quarters inch

one foot

one—half inch

one foot

three—eighths inch

one foot

one—quarter inch

one foot

one—eighth inch

16

EEEEEEEEEE

W< Y =,
| \\ _,
d L |_ 4 (E) 4"
? 2" \2" 21/2"
BCU-1 COOLING
COL (27.5 GPM)
AHU-2-21 COOLING AHU—2-11 COOLING
CoL (41 GPM) COIL (41 GPM)
FIRST FLOOR
1 CHILLED WATER FLOW DIAGRAM
NOT TO SCALE
i FIRST FLOOR
11/2" ,
| s 4 /—1 1/2
21 /z"1 EE D)
3 — < — —HWR « —
(—LI a A R Lwe
|_ > U" X Ul — ——AL > l_l
21/2" AS—1 ﬁ 21/2 J,_ J/
c-1 —— (H\%%;z
c-2 fl
- 21/2" FIRST FLOOR
> HEATING HOT WATER FLOW DIAGRAM

NOT TO SCALE

\

PREHEAT COIL
(253 LBS/HR)

VENT TO
ATMOSPHERE
: . 21/2 3
| l 3/4 \r
i 77 - - — —_— l — -
I il LPR - — —~ — _-__Ul__ W
A \ 21/2 | /1 /4 ) /1
: | I 3/4" | d | q
N 2 N |
| : | c—2 1 | 3/ P
: | : (610 LBS/HR (610 LBS/HR) : :
' | .
RECEIVER il g e L I /J, |
: JX ) s~ L] L
J i 4 AHU-2-11 AHU—=2—21

PREHEAT COIL
(253 LBS/HR)

FIRST FLOOR

3

\\CP—1

STEAM AND CONDENSATE FLOW DIAGRAM

NOT TO SCALE

4

RELIEF AR a

RETURN
FAN (VFD)

)

OUTSIDE a

PREHEAT COIL
(WITH FACE AND

BYPASS DAMPERS)
ELECTROSTATIC

FILTER

PREFILTER —\

;

:

COOLING COIL

UV LIGHT
ASSEMBLY
SUPPLY

FAN (VFD)

( ]

~

[g 4

-~

AIR INTAKE a

|
i

FEFH

-/

~

AHU—2—11 AND AHU—2-—21 SCHEMATIC (OFFICE SPACE)

—

NOT TO SCALE

RESTROOM
EXHAUST FAN

8 9
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. Supply Return Exhaust
Ni?nohr;r Rocm Name FI?SD(;I'??E' Hecizlr?tng‘t.} System Airflow Airflow Airflow
(cfm) {cfm) {cfim)
Euilding Ne. 2 - First Fleor
1C01  [Vestibule 91 85| CUH-2 430 430 0
1C02 |Lobby 812 10 AHU-2-11 725 725 0
1503 (Corridor 728 8| AHU-2-11 170 0 0
1204 |Receiving 1165 NA| UH-345 2250 2250 4
1C04A |Electrical Closet 38 NA.| AHU-2-11 75 0 0
107 |Safety Equipment Storage 212 o AHU-2-11 5 h {
108 |IT Closet 37 NA | AHU-2-11 325 325 0
109  |Electrical Closet 7 NA | AHL-2-11 0 0 0
110  |Elevator Equipment Room 60 NA | AHU-2-11 0 { a0
111 |Breakroom 218 9| AHU-2-11 150 150 0
112  |Housekeeping 55 NA | AHU-2-11 0 0 75
113 |Waiting 712 g| AHU-2-11 370 370 0
113A |Office, PV Coordinator 135 g AHU-2-11 100 100 4
114 |Human Resources 3307 o AHU-2-11 2300 2300 4
114A |Office, Lead Specialist 100 g AHU-2-11 100 100 0
114B |Office, Lead Specialist 100 g| AHU-2-11 100 100 0
114C | Office, Assistant Chief 100 g| AHU-2-11 100 100 0
114D |Office, Chief 107 g| AHU-2-11 260 260 0
114E |Office, lead Supervisor 111 9| AHU-2-11 185 165 0
114F |Office, lead Supervisor 92 9| AHU-2-11 100 100 0
114G | Training Room 157 g| AHU-2-11 13 13 0
114H |Meeting Room 125 g AHU-2-11 100 100 4
130 |Mechanical Equipment Eoom 1572 NA| UH-1.2 1500 1500 0
1304 |Electrical Equipment Roam 557 NA| BCU-1 3000 3000 {
BCS0& |Corridor 216 8| AHU-2-11 100 0 0
BS511 |V Storage 205 16.5| AHU-2-11 125 0 125
BS12 (Women's Toilet 185 8| AHU-2-11 200 0 225
BS13 |Universal Waste Holding 60 NA | AHU-2-11 0 { 100
BS14 |[Men's Toilet 183 8| AHU-2-11 200 0 225
Building No. 2 - Second Floor
2001 |Lobby 806 11 AHU-2-21 600 600 4
2C01.1 |Electrical Closst 18 g AHU-2-21 4 0 4
2002 |Comdor 220 8| AHU-2-21 125 0 0
201  |Women's Toilet 162 8| AHU-2-21 175 0 225
202  |Men's Toilet 142 8| AHU-2-21 175 0 225
203 |Safety Office Corridor 226 8| AHU-2-21 0 150 0
203.1 |ReceptionistProgram Assistant 80 g AHU-2-21 150 { 0
2032 |Intern a0 8| AHU-2-21 0 0 0
203A |Training 160 8| AHU-2-21 200 200 0
203B |Copy\Workroom 85 8| AHU-2-21 150 150 0
203C |Office, Safety Manager 145 8 AHU-2-21 250 230 0
203D |Office, S&0HC Specialist 108 8| AHU-2-21 125 125 0
203E |Office, Emergency Planning 105 8 AHU-2-21 125 125 {
203F |Office, GEMS Coordinator 103 8| AHU-2-21 100 100 0
204 |Facility Design Corridor 986 8| AHU-2-21 100 750 0
2041 |ReceptionistProgram Assistant 96 g AHU-2-21 150 { 0
204 2 |Recept Waiting 98 8| AHU-2-21 275 0 0
204A |Conference Room 387 8| AHU-2-21 400 400 0
204B |Archives 178 8| AHU-2-21 125 125 0
204C | Office, Project Tech 120 g AHU-2-21 100 100 4
204D |Office, Project Engineer 120 g AHU-2-21 100 100 4
204E |Office, Service Chief 148 8| AHU-2-21 125 125 0
204F |Office, Assist. Service Chief 120 8| AHU-2-21 100 100 0
204G |Office, Project Engineer 120 g AHU-2-21 100 100 0
204H |Office, Project Tech 120 8| AHU-2-21 175 175 0
2041 |Office, Project Engineer 120 8| AHU-2-21 175 175 0
2044 |Office, Project Tech 120 8| AHU-2-21 175 175 0
204K |Office, Project Tech 125 8| AHU-2-21 75 75 0
204L |Office, Project Engineer 120 g AHU-2-21 175 175 4
2040 | Office, Intenor Designar 275 g AHU-2-21 425 425 4
204N |Office, Intem 86 8| AHU-2-21 75 75 0
204P |Kitchenette a5 8| AHU-2-21 150 0 0
204Q) |Central Work Area 255 8| AHU-2-21 225 0 0
2040 |Breakroom 160 8| AHU-2-21 200 350 0
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